
VPDES PERMIT FACT SHEET 

This document gives the pertinent information concerning the reissuance of the VPDES permit listed helow. 
This permit is being processed as a minor municipal permit. The effluent limitations contained in this 
permit will maintain the Water Quality Standards of 9 VAC 25-260-00 et seq. The discharge results from 
the operation of a 0.035 MGD rotating biological contactor. This permit action consists of reducing the 
monitoring frequencies for total suspended solids and BOD5, adding ammonia limitations, adding an E. coli 
limit, reducing the ground water monitoring frequency, and revising the special conditions. (SIC Code: 
4952) 

1. Facility Name and Address: 
Bennie 's Mobile Home Park STP 
6080 Campbell Highway 
Lynchburg, Virginia 24501 
Location: Route 501, 2 miles south off Rt. 460, Campbell County 

2. Permit No: VA0061042 Existing Permit Expiration Date: August 17, 2010 

3. Owner Contact: Byron B. "B.B." Bunnell, General Manager (434) 846-5642, 
bruce2bri@yahoo. com 

Application Complete Date: 
Permit Drafted By: 

DEQ Regional Office: 
Reviewed By: 
Reviewer's Signature: 

February 10, 2010 
Becky L. France, Environmental Engineer Senior 
Date: April 28, 2010 
Blue Ridge Regional Office 
Kip D. Fpster, Water Permit Manager 

^ -__. Date: 1t/W/3&/o 
Public Comment Period Dates .'From5/£, I //O To (fr/ll/itf 

Receiving Stream Classification: 
Receiving Stream: 

Watershed ID: 
River Basin: 

River Subbasin: 
Section: 

Class: 
Special Standards: 

7-Day, 10-Year Low Flow: 
1-Day, 10-Year Low Flow: 
30-Day, 10-Year Low Flow: 
30-Day, 5-Year Low Flow: 

Tidal: 

Opossum Creek (River Mile: 4.83) 
VAC-H05R 
James River (Middle) 
NA 
l i e 
III 
PWS 
0.30 MGD 7-Day, 10-Year High Flow: 
0.26 MGD 1 -Day, 10-Year High Flow: 
0.42 MGD 30-Day, 10 Year High Flow: 
0.58 MGD Harmonic Mean Flow: 
No 303(d) Listed: 

0.96 MGD 
0.85 MGD 
1.3 MGD 
1.5 MGD 
Yes 

Attachment A contains a copy of the flow frequency determination memorandum. 

Operator License Requirements: IV 
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7. Reliability Class: I 

8. Permit Characterization: 
(X) 
( ) 
( ) 
( ) 
( ) 

Private 
Federal 
State 
POTW 
PVOTW 

( ) 
( ) 

Interim Limits in Other Document 
Possible Interstate Effect 

Wastewater Treatment System: A description of the wastewater treatment system is provided 
below. See Attachment B for the wastewater treatment schematics and Attachment C for a 
copy of the site inspection report. Treatment units associated with the discharge are listed in the 
table below. 

Table I 
DISCHARGE DESCRIPTION 

10. 

Outfall 
Number 

001 

Discharge Source 

Bennie's Mobile Home 
Park STP 

Treatment 
(Unit by Unit) 

rotating biological contactor (RBC) 
secondary clarifier 
polishing pond 
equalization basin (sludge holding 
tank) 
chlorination 
post aeration 
dechlorination 

Flow 
(Design) 
(MGD) 

0.035 

Bennie's Mobile Home Park STP treats domestic sewage from a mobile home community of 200 
people. The facility began operation in 1980. Each mobile home has its own 1000 gallon septic 
tank which gravity flows to the wastewater treatment plant. The 0.035 MGD facility consists of 
a rotating biological contactor (RBC) followed by a polishing pond, chlorination, post-aeration, 
and dechlorination. Occasionally, partially treated wastewater is pumped from the polishing and 
emergency overflow ponds and hauled to the Lynchburg Regional WWTP for further treatment 
and final disposal. Chlorinated effluent flow through a weir/sample box and is discharged to 
Opossum Creek. 

Sewage Sludge Use or Disposal: Sludge from the rotating biological contactor (RBC) is 
pumped to a 5,000-gallon holding tank. The holding tank is pumped about once per year. 
Septage from the septic tanks is pumped about once every three years and hauled to a POTW for 
further treatment and final disposal. 
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11. Discharge Location Description: A USGS topographic map which indicates the discharge 
location, any significant dischargers, any water intakes, and other items of interest is included in 
Attachment D. The latitude and longitude of the discharge is N 37°2050", E 79°06'52". 

Name of Topo: Rustburg, Virginia Number: 106D 

12. Material Storage: Calcium hypochlorite tablets are stored inside in a watertight container. 

13. Ambient Water Quality Information: Flow frequencies for the receiving stream, receiving 
stream classification and 303(d) listing information, and ground water data are discussed below. 

Flow Frequencies 
Bennie's Mobile Home Park STP discharges to Opossum Creek near the railroad bridge south of 
Babcock, Virginia. The USGS conducted several flow measurements on Beaver Creek near the 
Route 660 bridge near Babcock, Virginia from 1981 to 1984. These measurements correlated 
well with the same day daily mean values from three continuous record gauges. These gauges 
are the Big Otter River near Evington, VA (#02061500), the Buffalo River near Tye River, VA 
(#02027800), and Falling River near Naruna, VA (#02025900). The flow frequencies from the 
reference gauges were used in a regression analysis to determine the flow frequencies at the 
measurement site. See Attachment A for a copy of the flow frequency analysis memorandum. 

Receiving Stream Water Quality Data 
STORET Station 2-OPP000.16 is the nearest ambient water quality monitoring station, and it is 
located on Opossum Creek off the Route 460 bridge in Campbell County. The 90th percentile 
temperature and pH values used in the antidegradation wasteload allocation spreadsheet were 
determined from STORET station data between 2000 and 2009. Average hardness was 
determined from STORET station data between 2000 and 2003. Attachment E contains 
temperature, pH, and hardness STORET data used in wasteload allocations. 

Water Use Classification 
Bennie's Mobile Home Park STP discharges into the James River/Beaver Creek/Back Creek 
(VAC-H05R) as described in the 2008 303(b)/303(d) Water Quality Assessment Integrated 
Report (Attachment E). The segment of Opossum Creek from its mouth on the James River 
upstream to the Route 660 crossing has been listed on Part I of the 303(d) list for excessive 
counts of fecal coliform bacteria. 

Ground Water Data 
The permittee has conducted upgradient and downgradient ground water monitoring in the 
vicinity of the polishing pond from 2007 through 2010 to determine if there is any leakage to 
ground water. There are some ground water data that exceed the ground water standards in 
upgradient and downgradient wells. But, there may be an increase in chloride in the 
downgradient wells. The permittee will be conducting a statistical evaluation of the ground 
water data and a corrective action plan if there is leakage causing a water quality threat to 
receptors. See Attachment F for a summary and discussion of ground water data collected at the 
facility. 



Fact Sheet VA0061042 
Page 4 of 16 

14. Antidegradation Review and Comments: Tier I Tier II X Tier III 

The State Water Control Board's Water Quality Standards includes an antidegradation policy 
(9 VAC 25-260-30). All state surface waters are provided one of three levels of antidegradation 
protection. For Tier I or existing use protection, existing uses of the water body and the water 
quality to protect these uses must be maintained. Tier II water bodies have water quality that is 
better than the water quality standards. Significant lowering of the water quality of Tier II waters 
is not allowed without an evaluation of the economic and social impacts. Tier III water bodies 
are exceptional waters and are so designated by regulatory amendment. The antidegradation 
policy prohibits new or expanded discharges into exceptional waters. 

The antidegradation review begins with Tier determination. Opossum Creek is listed as a public 
water supply in the segment where the discharge is located. Opossum Creek in this segment 
(VAC-H05R) is listed on Part I of the 303(d) list for exceedances of the bacteria water criteria. 
In accordance with Guidance Memorandum 00-2011, bacteria should not be used to determine 
tier unless there is clear and convincing evidence that the elevated bacteria numbers are due to 
inadequately disinfected human waste. Excluding bacteria, there is no evidence that the 
receiving stream does not meet or exceed water quality standards. Therefore, this segment of the 
Opossum Creek is classified as a Tier II water, and no significant degradation of existing water 
quality is allowed. 

For purposes of aquatic life protection in Tier II waters, "significant degradation" means that no 
more than 25 percent of the difference between the acute and chronic aquatic criteria values and 
the existing quality (unused assimilative capacity) may be allocated. For purposes of human 
health protection, "significant degradation" means that no more than 10 percent of the difference 
between the human health criteria and the existing quality (unused assimilative capacity) may be 
allocated. The antidegradation baselines for aquatic life and human health are calculated for each 
pollutant as follows: 

Antidegradation baseline (aquatic life) = 0.25 (WQS - existing quality) + existing quality 

Antidegradation baseline (human health) = 0.10 (WQS - existing quality) + existing quality 

Where: 
"WQS" = Numeric criterion listed in 9 VAC 25-260-00 et seq. for the parameter analyzed 
"Existing quality" = Concentration of the parameter being analyzed in the receiving stream 

When applied, these "antidegradation baselines" become the new water quality criteria in Tier II 
waters, and effluent limits must be written to maintain the antidegradation baselines for each 
pollutant. Antidegradation baselines have been calculated as described above and included in 
Attachment G. 

Bennie's Mobile Home Park STP was built in 1980 after the antidegradation policy requirements 
set forth in the Clean Water Act. The antidegradation requirements apply to existing uses 
attained after November 28, 1975. Antidegradation guidelines are applicable and have been 
applied to this permit reissuance. Water quality based effluent limits for total residual chlorine 
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(TRC) and ammonia have been established in compliance with antidegradation requirements set 
forth in 9 VAC 25-260-30 of the water quality standards regulations. In accordance with 
antidegradation policy, pH will be maintained within the range of 6.0 S.U. and 9.0 S.U. The 
antidegradation review was conducted as described in Guidance Memo 00-2011, and complies 
with the antidegradation policy contained in Virginia's Water Quality Standards. 

15. Site Inspection: Date: 9/30/09 Performed by: Becky L. France 
Attachment C contains a copy of the site inspection memorandum. 

16. Effluent Screening and Limitation Development: DEQ Guidance Memorandum 00-2011 was 
used in developing all water quality based limits pursuant to water quality standards (9 VAC 25-
260-5 et seq.). Refer to Attachment G for the antidegradation wasteload allocation spreadsheet 
and effluent limit calculations. See Table II on pages 14-15 for a summary of limits and 
monitoring requirements. 

A. Mixing Zone 

Effluent is discharged into Opossum Creek. The Agency mixing zone program, MIXER, 
was run to determine the percentage of the receiving stream flow that can be used in the 
antidegradation wasteload allocation calculations. The program indicated that 54.58 
percent of the 1Q10 and 100 percent of the 7Q10 may be used for calculating the acute 
and chronic antidegradation wasteload allocations (AWLAs). A copy of the printout 
from the MIXER run is included in Attachment G. 

B. Effluent Limitations for Conventional Pollutants 

Flow — The permitted design flow of 0.035 MGD for this facility is taken from the 
previous permit and the application for the reissuance. In accordance with the VPDES 
Permit Manual, flow is to be estimated and reported each day. 

pH — The pH limits of 6.0 S.U. minimum and 9.0 S.U. maximum have been continued 
from the previous permit. These limits are based upon the water quality criteria in 9 VAC 
25-260-50 for Class III receiving waters and are in accordance with federal technology-
based guidelines, 40 CFR Part 133, for secondary treatment. The monitoring frequency 
of 1/day via grab samples has been continued from the previous permit. 

Total Suspended Solids (TSS) - TSS limits of 30 mg/L (4000 g/d) for monthly average 
and 45 mg/L (6000 g/d) for weekly average are based upon technology-based 
requirements for municipal dischargers with secondary treatment required in accordance 
with 40 CFR Part 133 and have been continued from the previous permit. Since the TSS 
data collected during the permit term were significantly below the permit limits, the 
monitoring frequency has been reduced to 1/ 6 months. Refer to Attachment H for a 
compilation of monitoring data and a discussion of the reduced monitoring criteria. 



Fact Sheet VA0061042 
Page 6 of 16 

Biochemical Oxygen Demand (BOD5), Dissolved Oxygen (DO) — Since there has been 
a decrease in the flow frequencies at the outfall, the new data have been entered into the 
Regional Water Quality Model for Free Flowing Streams (Version 4.0) to reassess the 
BOD5 limits. A copy of the model output results is found in Attachment I. An initial 
DO of 6.0 mg/L, a TKN of 20 mg/L, and a CBOD5 of 25 mg/L (comparable to a BOD5 of 
30 mg/L), were used in the model input. The model predicted a DO sag at the initial 
discharge point to 7.241 mg/L. The initial drop of 0.2 from the baseline complies with 
antidegradation policy. 

The BOD5 limits are technology-based requirements for municipal dischargers with 
secondary treatment. The BOD5 of 30 mg/L (4000 g/d) monthly average and 45 mg/L 
(6000 g/d) weekly average have been continued from the previous permit. The minimum 
dissolved oxygen limit of 6.0 mg/L has also been continued from the previous permit. 
DO will continue to be monitored daily via grab samples. 

Effluent Limitations for Toxic Pollutants 

Ammonia as N — The need for an ammonia limit has been reevaluated using revised 
water quality criteria and flows. The acute and chronic water quality criteria and 
antidegradation wasteload allocations were calculated and are included in the spreadsheet 
in Attachment G. As recommended in Guidance Memo 00-2011, a default ammonia 
concentration of 9 mg/L was input into the STATS program. The acute and chronic 
AWLAs during the high flow months of January through May and the low flow months 
of June through December were entered into the STATS program to determine if limits 
are necessary. 

The STATS program output indicated that ammonia as nitrogen limits of 12 mg/L 
monthly average and 12 mg/L weekly average are needed during the months of June 
through December. The program output indicated that ammonia as nitrogen limits are not 
needed during the months of January through May. A four-year schedule of compliance 
has been included to allow the permittee time to meet the ammonia limitations. Once the 
limits become effective, grab samples shall be collected 1/month. 

E. coli — A bacteria TMDL for Opossum Creek watershed allocates an E. coli wasteload 
allocation (6.10E+10 cfu/year) that is derived from a bacteria water quality criterion. 
This allocation was derived by multiplying the design flow (0.035 MGD) by the bacteria 
water quality standards (126 cfii/100 mL) for E. coli. The TMDL report indicates that an 
E. coli limit of 126 cfu/100 mL will ensure compliance with the bacteria TMDL for the 
discharge. Refer to Attachment E for information from the bacteria TMDL report. 

A monthly geometric average limit of 126 cfu/100 mL for E. coli has been added to the 
permit. Monitoring 1/week shall be via grab samples. 

Total Residual Chlorine (TRC) ~ The TRC limits in the previous permit were 
reassessed with the AWLAs that were determined from the decreased stream flow 
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frequencies. The revised acute and chronic AWLAs and a number to force a limit were 
input into the Agency's STATS program. The program output indicated that permit limits 
of 0.019 mg/L monthly average and 0.023 mg/L weekly average are needed in the permit. 
These more stringent limits replace the previous permit limits. Since the facility 
dechlorinates the effluent, a compliance schedule is not needed to meet these limitations. 
Effluent TRC will continue to be monitoring 1/day via grab samples. 

17. Basis for Sludge Use and Disposal Requirements: Since the facility proposes to pump and 
haul sludge to a POTW, there are no sludge limits or monitoring requirements. 

18. Antibacksliding Statement: Since there are no limitations less stringent than the previous 
permit, the permit limits comply with the antibacksliding requirements of 9 VAC 25-31-220 L of 
the VPDES Permit Regulation. 

19. Compliance Schedules: A compliance schedule has been included to allow the permittee time to 
comply with the ammonia as nitrogen limitations. 

20. Special Conditions: A brief rationale for each special condition contained in the permit is given 
below. 

A. Additional Total Residual Chlorine (TRC) Limitations and Monitoring 
Requirements (Part I.B) 

Rationale: This condition requires that the permittee monitor the TRC concentration after 
chlorine contact. In accordance with 40 CFR 122.41(e), permittees are required, at all 
times, to properly operate and maintain all facilities and systems of treatment in order to 
comply with the permit. It specifies an increase in E. coli monitoring when alternative 
disinfection methods are used. This condition is required by Sewerage Collection and 
Treatment Regulations, 9 VAC 25-790, bacteria standards. These requirements ensure 
proper operation of chlorination equipment to maintain adequate disinfection. 

B. Schedule of Compliance (Part I.C) 

Rationale: In accordance with 9 VAC 25-31-250 A3, a schedule of compliance has been 
added to allow the permittee time to meet ammonia as nitrogen limitations. 

C. Compliance Reporting under Part I.A and Part I.B (Part I.D.I) 

Rationale: In accordance with VPDES Permit Regulation, 9 VAC 25-31-190 J4 and 220 
I, DEQ is authorized to establish monitoring methods and procedures to compile and 
analyze data on water quality, as per 40 CFR Part 130, Water Quality Planning and 
Management, Subpart 130.4. This condition is necessary when pollutants are monitored 
by the permittee and a maximum level of quantification and/or specific analytical method 
is required in order to assess compliance with a permit limit or to compare effluent 



Fact Sheet VA0061042 
Page 8 of 16 

quality with a numeric criterion. This condition also establishes protocols for calculation 
of reported values. 

D. 95% Capacity Reopener (Part I.D.2) 

Rationale: This condition requires that the permittee address problems resulting from 
high influent flows, in a timely fashion, to avoid non-compliance and water quality 
problems from plant overloading. This requirement is contained in 9 VAC 25-31-200 B4 
of the VPDES Permit Regulations. 

E. CTC, CTO Requirement (Part I.D.3) 

Rationale: This condition is required by Code of Virginia § 62.1-44.19 and the Sewage 
Collection and Treatment Regulations, 9 VAC 25-790. 

F. Operation and Maintenance Manual Requirement (Part I.D.4) 

Rationale: Submittal of the Manual to DEQ for approval is required by the Code of 
Virginia Section § 62.1-44.19; the Sewage Collection and Treatment Regulations, 9 VAC 
25-790; and the VPDES Permit Regulation, 9 VAC 25-31-190 E, to provide an 
opportunity for review of current and proposed operations of the facility. Within 90 days 
from the effective date of the permit, the permittee is required to either submit an updated 
Manual or notify DEQ that the Manual remains accurate. 

G. Licensed Operator Requirement (Part I.D.5) 

Rationale: The VPDES Permit Regulation, 9 VAC 25-31-200 C and the Code of Virginia 
§54.1-2300 et seq., Rules and Regulations for Waterworks and Wastewater Works 
Operators (18 VAC 160-20-10 et seq.), require licensure of operators. A Class IV 
operator is required for this facility. 

H. Reliability Class (Part I.D.6) 

Rationale: Reliability class designations are required by Sewage Collection and 
Treatment Regulations, 9 VAC 25-790 for all municipal and domestic sewage facilities. 
Facilities are required to achieve a certain level of reliability to protect water quality and 
public health in the event of component or system failure. A Reliability Class I has been 
assigned to this facility. 

I. Financial Assurance and Disclosure to Purchasers (Part I.D.7) 

Rationale: Submittal of a financial assurance closure plan with annual cost adjustments is 
required by Code of Virginia §62.1-44.18:3 and the Board's Financial Assurance 
Regulation, 9 VAC 25-650-10 et seq. 
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J. Sludge Reopener (Part I.D.8) 

Rationale: This condition is required by VPDES Permit Regulation, 9 VAC 25-31-220 C 
for all permits issued to treatment works treating domestic sewage to allow incorporation 
of any applicable standard for sewage sludge use or disposal promulgated under Section 
405(d) of the Clean Water Act. 

K. Sludge Use and Disposal (Part I.D.9) 

Rationale: VPDES Permit Regulation, 9 VAC 25-31-100 P; 220 B2; and 420 and 720, 
and 40 CFR Part 503 require all treatment works treating domestic sewage to submit 
information on sludge use and disposal practices and to meet specified standards for 
sludge use and disposal. Technical requirements may be derived from the VPA Permit 
Regulation, 9 VAC 5-32-10 et seq. This special condition, in accordance with Guidance 
Memorandum No. 97-004, clarifies that the Sludge Management Plan approved with the 
reissuance of this permit is an enforceable condition of the permit. 

L. Effluent Monitoring Frequencies (Part I.D.10) 

Rationale: Permittees are granted a reduction in monitoring frequency based on a history 
of permit compliance. To remain eligible for the reduction, the permittee should not have 
violations related to the effluent limits for which reduced frequencies were granted. If the 
permittee fails to maintain the previous level of performance, the baseline monitoring 
frequencies should be reinstated for those parameters that were previously granted a 
monitoring frequency reduction. These reductions are in conformance with the VPDES 
Permit Manual and EPA's proposed "Interim Guidance for Performance-Based Reduction 
of NPDES Permit Monitoring Frequencies" (EPA 833-B-96-001) published in April 
1996. 

M. Minimum Freeboard (Part I.D.I 1) 

Rationale: In accordance with 9 VAC 25-32-30A to minimize the potential to discharge 
untreated wastewater to the ground water or surface water, all waste storage facilities 
shall maintain one foot of freeboard at all times. 

N. Ground Water Monitoring Plan (Part I.D.12) 

Rationale: State Water Control Law Section 62.1-44.21 authorizes the Board to request 
information needed to determine the discharge's impact on State waters. Ground water 
monitoring for parameters of concern will indicate whether the system integrity is being 
maintained and will determine if activities at the site are resulting in violations to the 
State Water Control Board's Ground Water Standards. A statistical evaluation report 
shall be submitted to DEQ followed by a Corrective Action Plan if contamination is 
identified. 
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O. Total Maximum Daily Load (TMDL) Reopener (Part I.D. 13) 

Rationale: Section 303(d) of the Clean Water Act requires that Total Maximum Daily 
Loads (TMDLs) be developed for streams listed as impaired. This special condition is to 
allow the permit to be reopened if necessary to bring it into compliance with any 
applicable TMDL approved for the receiving stream. The reopener recognizes that, 
according to Section 402(o)(l) of the Clean Water Act, limits and/or conditions maybe 
either more or less stringent than those contained in this permit. Specifically, they can be 
relaxed if they are the result of a TMDL, basin plan, or other wasteload allocation 
prepared under Section 303 of the Act. 

P. Conditions Applicable to All VPDES Permits (Part II) 

Rationale: VPDES Permit Regulation, 9 VAC 25-31-190 requires all VPDES permits to 
contain or specifically cite the conditions listed. 

21. Changes to the Permit: 

A. Special condition deleted from the permit are as follows: 

1. The Materials Handling and Storage Special Condition (old Part I.C.9) has been 
deleted because there are no industrial discharges from this facility. 

2. Indirect Dischargers Special Condition (old Part I.C.I 1) has been removed from 
the permit because the facility does not receive wastewater from any sources not 
owned by the permittee. 

B. Special conditions that have been modified from the previous permit are listed 
below: (The referenced permit sections are for the new permit.) 

1. The Compliance Reporting under Part I.A and Part I.B Special Condition (Part 
I.D.I) has been revised to include information about significant figures. 

2. In accordance with the VPDES Permit Manual, the CTC, CTO Requirement 
Special Condition (Part I.D.3) has been revised to reflect differences in funding of 
projects. 

3. The Operations and Maintenance Manual Special Condition (Part I.D.4) has been 
revised in accordance with the VPDES Permit Manual. 

4. The Ground Water Monitoring Plan Special Condition (Part I.D. 12) frequency has 
been modified. A statistical evaluation has also been required. 
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C. New special conditions added to the permit are listed below: 

1. A Schedule of Compliance (Part I.C) has been added to allow the permittee time 
to meet the ammonia limitations. 

2. A Total Maximum Daily Load (TMDL) Reopener Special Condition has been 
added as Part I.D. 13 to allow opening of the permit if necessary to comply with 
any applicable TMDL for the receiving stream. 

D. Permit Limits and Monitoring Requirements: See Table III on page 16 for details on 
changes to the effluent limits and monitoring requirements. 

22. Variances/Alternate Limits or Conditions: No variances or alternate limits or conditions are 
included in this permit. A waiver was requested to allow that grab samples for TSS and BOD5 
required by the permit, be recorded on the application in lieu of composite samples. This waiver 
has been granted. 

23. Regulation of Treatment Works Users: VPDES Permit Regulation 9 VAC 25-31-280 B9 
requires that every permit issued to a treatment works owned by a person other than a state or 
municipality provide an explanation of the Board's decision on the regulation of users. There are 
no industrial users contributing to the treatment works. 

24. Public Notice Information required by 9 VAC 25-31-280 B: 

All pertinent information is on file and may be inspected, and arrangements made for copying by 
contacting Becky L. France at: 

Virginia DEQ, Blue Ridge Regional Office 
3019 Peters Creek Road 
Roanoke, VA 24019 
540-562-6700 
becky.france.deq.virginia.gov 

Persons may comment in writing or by e-mail to the DEQ on the proposed permit action and may 
request a public hearing during the comment period. Comments shall include the name, address, 
and telephone number of the writer and of all persons represented by the commenter/requester, 
and shall contain a complete, concise statement of the factual basis for the comments. Only 
those comments received within this period will be considered. The DEQ may decide to hold a 
public hearing, including another comment period, if public response is significant and there are 
substantial, disputed issues relevant to the permit. Requests for public hearings shall state 1) the 
reason why a hearing is requested; 2) a brief informal statement regarding the nature and extent 
of the interest of the requester or of those represented by the requester, including how and to 
what extent such interest would be directly and adversely affected by the permit; and 3) specific 
references, where possible, to terms and conditions of the permit with suggested revisions. 
Following the comment period, the Board will make a determination regarding the proposed 

http://becky.france.deq.virginia.gov
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http://becky.france.deq.virginia.gov
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Due notice of any public hearing will be given. The public may review the draft permit and 
application at the Blue Ridge Regional Office in Roanoke by appointment. A copy of the public 
notice is found in Attachment K. 

25. 303(d) Listed Segments (TMDL): This facility discharges directly to Opossum Creek. The 
stream segment receiving the effluent is listed as impaired for E. coli on the current 303(d) list. 
EPA approved the E. coli TMDL on December 4, 2007 and approved an amendment on 
December 3, 2009 for this segment. The TMDL report contains a wasteload allocation (WLA) 
for this discharge of 6.10E+10 cfu/year for E. coli. The TMDL report indicates that an E. coli 
limit of 126 cfu/100 mL will ensure compliance with the bacteria TMDL for the discharge. The 
permit has a limit of 126 cfu/100 mL for E. coli that is in compliance with the TMDL. 

26. Additional Comments: 

A. Reduced Effluent Monitoring: In accordance with Guidance Memorandum 98-2005, all 
permit applications received after May 4, 1998, are considered for reduction in effluent 
monitoring frequency. Only facilities having exemplary operations that consistently meet 
permit requirements may qualify for reduced monitoring. To qualify for consideration of 
reduced monitoring requirements, the facility should not have been issued any Warning 
Letters, Notices of Unsatisfactory Laboratory Compliance, Letter of Noncompliance 
(LON) or Notices of Violation (NOV), or be under any Consent Orders, Consent Decrees, 
Executive Compliance Agreements, or related enforcement documents during the past 
three years. 

Bennie's Mobile Home Park STP was issued a Warning Letter (No. W2009-06-L-1008) 
for failure to submit a complete Operations and Maintenance (O&M) Manual. This 
Warning Letter was rescinded because it was sent in error. The O&M Manual was 
submitted on February 14, 2006 and approved on March 5, 2009. No other Warning 
Letters or enforcement documents were found in the DEQ correspondence file. 

Based upon a review of the files, it is believed that this facility has an exemplary 
operation and shall therefore qualify for a reduced monitoring evaluation of the data 
submitted on the DMRs. An evaluation of the DMR data is included in Attachment H. 

B. Previous Board Action: None 

C. Staff Comments: The discharge is not specifically addressed in any planning document, 
but will be included, if applicable, when the plan is updated. 

Since this facility is a privately owned domestic sewage treatment facility with a design 
capacity of less than 40,000 gpd, the permittee is required to demonstrate financial 
capability. In accordance with the Code of Virginia §62.1-44.18:3 and the Board's 
Financial Assurance Regulation, 9 VAC 25-650-10 et seq., this facility's closure plan was 
approved on March 2, 2005. Annual cost estimate adjustments to the closure plan are 
required and this requirement is included in Part I.D.7 of the permit. 



Fact Sheet VA0061042 
Page 13 of 16 

D. Public Comments: On June 15, 2010, the Department of Game and Inland Fisheries 
commented that they did not anticipate there will be an adverse impact to resources under 
their purview as long as the permittee complies with the effluent limitations in the permit. 
On June 16, 2010, the Department of Conservation and Recreation's Division of Natural 
Heritage (DCR) commented that they did not anticipate that this discharge will adversely 
impact natural heritage resources in the study area. See Attachment K for copies of 
these comments. 

E. Tables: 

Table I Discharge Description (Page 2) 
Table II Basis for Monitoring Requirements (Pages 14-15) 
Table III Permit Processing Change Sheet (Page 16) 

F. Attachments: 

A. Flow Frequency Memorandum 
B. Wastewater Schematic 
C. Site Inspection Report 
D. USGS Topographic Map 
E. Ambient Water Quality Information 

• STORET Data (Station 2-OPP000.16) 
» Final 2008 305(b)/303(d) Water Quality Assessment Integrated Report 

(Excerpt) 
• Bacteria Total Maximum Daily Load Development for the James River Basin 

Report (Excerpt) 
® EPA Approval Letters of Bacteria TMDL for James River Basin 

F. Ground Water 
• Ground Water Data Evaluation Memorandum 
« Ground Water Monitoring Plan (Excerpt) 

G. Wasteload and Limit Calculations 
• Mixing Zone Calculations (MIXER 2.1) 
• Effluent Data 
• Antidegradation Wasteload Allocation Spreadsheet 
« STATS Program Results (ammonia, TRC) 

H. Justification for Reduced Monitoring Frequency Memorandum 
I. Regional Water Quality Model Output (Version 4.10) 
J. Financial Assurance 

• State Commerce Commission Certificate 
• Closure Plan 
• Financial Assurance Annual Cost Adjustment Approval Letter 

K. Public Notice 
L. EPA Review Checksheet 



VPDES VA006751 
Part I 

Page X of XX 

A. LIMITATIONS AND MONITORING REQUIREMENTS (continued) 

Biosolids — During the period beginning with the permit's effective date and lasting until the permit's expiration date, the permittee is authorized 
to manage biosolids in accordance with 9 VAC 25-31-10 et seq. and as detailed in the approved Sludge Management Plan. 

If the concentration of any of these constituents in biosolids from any source exceeds the monthly average pollutant concentration in Part I.A.3, 
then the biosolids from the source are subject to CPLR. rules and tracking (Part I.F.22 - 27) and the cumulative pollutant loading at each site shall 
be limited by the permittee as specified below*: 

BIOSOLIDS CHARACTERISTICS 

Total Arsenic *** 
Total Cadmium *** 
Total Copper *** 
Total Lead *** 
Total Mercury *** 
Total Molybdenum *** 
Total Nickel *** 
Total Selenium *** 
Total Zinc *** 

LIMITATIONS 

Maximum Cumulative Pollutant Loading Rate* 
MONITORING REQUIREMENTS 

Kg/ha 

41 
39 

1,500 
300 
17 

NA 
420 
100 

2,800 

Lbs/Ac 

36 
35 

1,340 
270 
16 

NA 
375 
89 

2,500 

Frequency 
each application 
each application 
each application 
each application 
each application 
each application 
each application 
each application 
each application 

Sample Type 

calculated 
calculated 
calculated 
calculated 
calculated 
calculated 
calculated 
calculated 
calculated 

NA = Not applicable 

* = No person shall apply bulk biosolids subject to the cumulative pollutant loading rates identified above to agricultural land, forest, a public contact site, or a 
reclamation site if any of the cumulative pollutant loading rates identified above has been reached. 
** = The Cumulative Pollutant Loading Rate is the maximum cumulative application of trace elements that can be applied to soils used for crop production. The 
maximum cumulative application rate is limited for all ranges of cation exchange capacity due to soil background pll in Virginia of less than 6.5 and lack of 
regulatory controls of soil pH adjustment after biosolids application ceases. 
*** = Constituents subject to cumulative pollutant loading rates, pollutant concentrations (PC) and ceiling limits. (PC biosolids are those with concentrations of 
these constituents below the monthly average specified in Part I.A.3.) 
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Flow Frequency Memorandum 



MEMORANDUM 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
South Central Regional OfSce - Water Planning 

7705 Timberhke Road Lynchburg, VA 24502 434/582-5120 

SUBJECT: Flow Frequency Determination 
Bennie's Mobile Home Park STP - #VA0061042 

TO: Beck)' France 

FROM: Amanda Gray, / :W 

DATE: November 16, 2009 

COPIES: File 

This memo supersedes my January 6, 2005 memo to Kevin Crider concerning the subject 
VPDES permit. Bennie's Mobile Home Park STP discharges to Opossum Creek near the 
railroad bridge south of Babcock, VA. Stream flow frequencies are required at this site by the 
permit writer for the purpose of calculating effluent limitations for the VPDES permit. 

The USGS conducted several flow measurements on Beaver Creek from 1981 to 1984, 
The measurements were made at the Route 660 bridge near Babcock, VA. The measurements 
made correlated very well with the same day daily mean values from three continuous record 
gages; one on the Big Otter River near Evington, VA (#02061500), one on the Buffalo River 
near Tye River, VA (#02027800) and one on Falling River near Naruna, VA (#02025900). The 
measurements and daily mean values were plotted on a logarithmic graph and a best-fit line was 
drawn through the data points. The required flow frequencies from the reference gages were 
used in a regression analysis to determine the flow frequencies at the measurement site. An 
average of the three resulting values were assigned to the measurement site. 

The flow frequencies at the discharge point were determined by using values at the 
measurement site and adjusting them by proportional drainage areas. The data for the reference 
gage, the measurement site and the discharge point are presented below: 

Big Otter River near Evington, Va. #02061500: 
Drainage Area: 320 mi2 

1Q10 = 18 cfs High Flow 1Q10 = 85 cfs 
7Q10 = 21 cfs High Flow 7Q10 = 98 cfs 
30Q5 = 48 cfs High Flow 30Q10 = 131 cfs 
30Q10 = 31 cfs Harmonic Mean = 132 cfs 



Buffalo River near Tye River, Va. #02027800: 
Drainage Area: 147 mi2 

lQ10 = 8.9cfe High Flow 1Q10 = 29 cfs 
7Q10 = 9.7cfs High Flow 7Q10 = 34 cfs 
30Q5 = 21 cfs High Flow 30Q10 = 50 cfs 
30Q10 = 15 cfs Harmonic Mean = 71 cfs 

Falling River near Naruna, Va. #02064000: 
Drainage Area: 173 mi2 

lQ10=10cfs High Flow 1Q10 = 36 cfs 
7Q10 = 13 cfs High Flow 7Q10 = 41 cfs 
30Q5 = 25cfs High Flow 30Q10 = 56 cfs 
30Q10 = 18 cfs Harmonic Mean = 69 cfs 

Beaver Creek at measurement site #02025900: 
Drainage Area: 24.0 mi2 

1Q10 = 1.616 cfs High Flow 1Q10 = 5.255 cfe 
7Q10 = 1.881 cfs High Flow 7Q10 = 5.959 cfs 
30Q5 = 3.612 cfs High Flow 30Q10 = 7.963 cfs 
30Q10 = 2.617 cfs Harmonic Mean = 9.434 cfs 

Opossum Creek at discharge point: 
Drainage Area: 5.99 mi2 

1Q10 = 0.403 cfe (0.26 MGD) High Flow 1Q10 = 1.311 cfs (0.847 MGD) 
7Q10 = 0.469 cfs (0.303 MGD) High Flow 7Q10 = 1.487 cfs (0.961 MGD) 
30Q5 = 0.901 cfs (0.582 MGD) High Flow 30Q10 = 1.987 cfs (1.284 MGD) 
30Q10 = 0.653 cfs (0.422 MGD) Harmonic Mean = 2.355 cfs (1.522 MGD) 

The high flow months are January through May. This analysis assumes there are no 
significant discharges, withdrawals or springs influencing the flow. 

If there are any questions concerning this analysis, please let me know. 



Attachment B 

Wastewater Schematic 
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Attachment C 

Site Inspection Report 



MEMORANDUM 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
Blue Ridge Regional Office 

3019 Peters Creek Road Roanoke. VA 24019 

SUBJECT: Site Inspection Report for Bennie's Mobile Home Park STP 
Reissuance of VPDES Permit No. VA0061042 

TO: Permit File 

FROM: Becky L. France, Environmental Engineer Senior$p-P 

DATE: October 15, 2009 

On September 30, 2009, a site inspection was conducted of the wastewater works at Bennie's Mobile Home Park 
STP. Mr. Byron Bunnell, General Manager, was present at the inspection. The facility is located on Route 501 
about 2 miles south of Lynchburg. The treatment system services a mobile home park and two apartment buildings 
for a total of about 50 connections. Each mobile home has its own 1,000 gallon septic tank which discharges to the 
wastewater treatment plant. Septage from the septic tanks is pumped about once every three years. 

The 35,000 gpd wastewater treatment system consists of a rotating biological contactor (RBC), secondary clarifier, 
polishing pond, gas chlorination, post aeration, and dechlorination. Sludge generated from the RBC is pumped to a 
5,000-gallon holding tank which is pumped and hauled to a wastewater treatment plant once per year. There is 
also an emergency overflow pond that can be used during maintenance or overflows. Currently, the facility is 
discharging well below the design capacity. The polishing pond was covered with duckweed. According to Mr. 
Bunnell, solids were removed from the pond a couple of years ago. 

The discharge from the treatment works is piped about an eighth of a mile to the discharge point into Opossum 
Creek. Flow is estimated from a discharge weir after chlorination. At the time of the site visit, there was a 
discharge from the outfall. There was no evidence of debris at the discharge point. 



Attachment D 

USGS Topographic Map 
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Attachment E 

Ambient Water Quality Information 
• STORET Data (Station 2-OPP000.16) 
• Final 2008 303(b)/303(d) Water Quality 

Assessment Integrated Report 
(Excerpt) 

• Bacteria Total Maximum Daily Load 
Development for the James River Basin 
Report (Excerpt) 

• EPA Approval Letters for Bacteria 
TMDL for the James River Basin 



Station ID : 
Watershed Code ' 

Collection Date Time 
3/1/1994 14:00 
6/1/1994 13:00 

7/10/2001 14:35 
9/18/2001 12:40 

11/20/2001 12:25 
1/22/2002 11:50 
3/11/2002 11:55 
5/23/2002 10:10 

7/1/2002 11:20 
9/16/2002 12:00 

11/12/2002 12:30 
12/19/2002 16:40 
1/28/2003 11:35 
4/9/2003 12:20 

6/26/2003 12:20 
1/18/2007 14:50 
2/8/2007 13:54 

2/12/2007 15:15 
3/19/2007 14:30 
4/23/2007 13:50 
4/24/2007 15:28 
5/29/2007 16:05 
6/19/2007 14:38 
6/25/2007 14:36 
7/23/2007 14:57 
8/27/2007 15:20 
8/30/2007 14:25 
9/17/2007 13:50 

10/15/2007 10:25 
10/22/2007 12:30 
11/26/2007 12:55 
12/11/2007 12:25 
12/17/2007 13:20 
2/12/2008 13:55 
4/15/2008 14:50 
6/24/2008 14:52 
8/14/2008 13:31 

10/23/2008 15:10 
12/11/2008 14:20 

2-OPP000.16 
MC-H05R 

Temperature 
(Celsius) 

4.5 
19.2 

23.67 
16.1 
9.41 
2.15 
5.74 
11.61 
23.34 
21.45 
12.94 
6.2 
0.38 
8.56 
20.97 
4.3 
1.2 
3.3 
8.6 
17.7 
18.4 
22.3 
22.8 
21.1 
20.6 
23.8 
23.6 
15 

11.2 
13.5 
8.3 
10.2 
3.8 
2.6 
14.8 
21.6 
22.5 
8.7 
8 

90th Percentile Temperature 
90th Percentile Temperature 
90th Percentile pH 
10th Percentile pH 

(Route 460 bridge 

PH 
(S.U.) 

8.3 
8.3 

7.36 
7.63 
7.47 
7.32 
7.5 
7.5 
7.35 
7.38 
6.97 
7.21 
7.58 
7.09 
7.41 
7.4 
7.2 
6.6 
7.3 
7.7 
8 

7.7 
7.9 
7-6 
7.6 
7.6 
7.6 
7.6 
7.9 
7.6 
7.5 
7.9 
7.8 
7.5 
7.8 
7.7 
7.5 
7.7 
7.5 

23 °C 
18 °C 
7.9 S.U 
7.2 S.U 

(January - May) (high flow) 



Station ID 

Watershed Code 

Collection Date Time 

4/9/2003 12:20 

3/11/2002 11:55 

3/1/1994 14:00 

1/22/2002 11:50 

3/4/1991 13:30 

3/1/1993 13:30 

7/10/2001 14:35 

9/18/2001 12:40 

6/26/2003 12:20 

6/12/1989 14:00 

3/5/1990 11:00 

11/12/2002 12:30 

3/2/1992 13:30 

6/1/1993 13:30 

6/7/1990 11:30 

9/7/198911:30 

12/11/1989 10:00 

12/5/1990 10:00 

12/5/1991 13:30 

6/3/1992 14:00 

1/28/2003 11:35 

9/1/1993 13:30 

12/7/1988 11:00 

9/5/1988 12:00 

5/23/2002 10:10 

9/10/1992 14:00 

11/20/2001 12:25 

9/25/1991 14:00 

12/1/1993 13:00 

9/12/1990 12:00 

7/1/2002 11:20 

9/16/2002 12:00 

12/8/1992 13:30 

Mean 

2-OPP000.1' 

VAC-H05R 

Hardness, 
Total (mg/L 
AS CAC03) 

13.6 

27.8 

30 

31 

32 

32 

33 

33.3 

35.7 

36 

36 

38 

40 

40 

41 

42 

42 

44 

44 

44 

45.3 

46 

50 

54 

56.1 

58 

61.1 

66 

66 

67 

68.8 

86.6 

93 

46 

2-OPP000.16 (Route 460 bridge - Campbell County) 



Appendix A - List of Impaired (Category 5) Waters in 2008* 

James River Basin 

Cause Group Code H05R-04-BAC Opossum Creek 

Location: Opossum Creek from the Route 660 crossing to its mouth on the James River. 

City / County: Campbell Co. 

Use(s): Recreation 

Cause(s) / 
VA Category: Feca l Coliform / 5A 

Station ID: 2-OPP000.16 3/13 violation rate for fecal coliform 

Opossum Creek Estuary Reservoir River 
Recreation (Sq. Miles) (Acres) (Miles) 

Fecal Coliform - Total Impaired Size by Water Type: 3.04 

Sources: 

Source Unknown 

Final 2008 Page 592 of 2208 



Recreation 

H03R-07-BAC 

Recreation 

Escherichia coli 

H03R-08-BAC 

Recreation 

H03R-09-BAC 

Recreation 

H03R-10-BAC 

Recreation 

H04R-01-BAC 

Recreation 

H04R-02-BAC 

Recreation 

H05R-03-BAC 

Recreation 

H05R-04-BAC 

Recreation 

H05R-05-BAC 

Recreation 

H06R-01-BAC 

Recreation 

Tomahawk Creek 

Escherichia coli 

Williams Run 

Escherichia coli 

Dreaming Creek 

Escherichia coli 

Burton Creek, Unnamed Tributary 

Escherichia coli 

Graham Creek 

Fecal Coliform 

Harris Creek 

Escherichia coli 

Beaver Creek 

Fecal Coliform 

Opossum Creek 

Fecal Coliform 

Stonewall Creek 

Escherichia coli 

Wreck Island Creek 

Escherichia coli 

5A 10.54 2006 2018 

5A 5.89 2006 2018 

5A 6.37 2006 2018 

5A 4.69 2008 2020 

5A 3.43 2008 2020 

5A 5.17 2002 2014 

5A 7.27 2008 2020 

5A 8.50 2004 2016 

5A 3.04 2004 2016 

5A 9.04 2008 2020 

5A 9.75 2008 2014 



Bacteria Total Maximum Daily Load 
Development for the 
James River Basin 
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Figure 1.1. Location James River, Ivy Creek, Fishing Creek, Blackwater Creek, Tomahawk 
Creek, Blackwater Creek, Fishing Creek and James River watersheds. 
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Attachment I 

Regional Water Quality Model Output (Version 4.0) 



MEMORANDUM 

DEPARTMENT OF ENVIRONMENTAL QUALITY 
South Central Regional Office - Water Planning 

7705 Timbetlake Road Lynchburg, VA 24502 434/582-5120 

SUBJECT: Flow Frequency Determination & Stream Sanitation Analysis 
Bennies Mobile Home Park STP - #VA0061042 

TO: Becky France 

FROM: Amanda Gray 

DATE: December 3, 2009 

COPIES: File 

A complete request for a stream sanitation analysis for Bennies MHP STP was received 
on November 16, 2009. The facility is currently permitted at 0.035 MGD with secondary 
treatment limits. The analysis was run to determine if these limitations are protective of water 
quality standards. 

Amanda Gray and Paula Nash performed a site visit on November 30, 2009 and observed current 
conditions and the current outfall location. A flow frequency analysis was completed to 
determine the 1Q10, 7Q10, 30Q5, 30Q10, HF1Q10, HF7Q10, HF30Q10 and Harmonic Mean at 
the discharge point. Using a drainage area proportion, the 7Q10 calculated at the discharge point 
is 0.303 MGD. 

The first model segment is approximately 2.03 miles and the upstream and downstream 
elevations are 640 ft. and 585 ft. respectively. The discharge enters Opossum Creek at river mile 
4.83. 

The receiving stream was modeled using DEQ's Regional 4.0 model. A CBOD5 of 25 mg/L, 
TKN of 20 mg/L and DO of 6.0 mg/L using a 7Q10 of 0.00 MGD and the 90th percentile 
temperature value of 24°C were used. These limits roughly equate to the current secondary 
treatment limits in the permit. 

The model predicted that the discharge will have no significant impact on Opossum Creek under 
7Q10 conditions with the current limits. If you have any questions or need any additional 
information, please do not hesitate to contact me. 



Planning Statement for VPDES Permit Application Processing 
DEO-SCRO 

VPDES OwnerName Facility County 

VA0061042 Bennies MHP STP Bennies MHP STP Campbell 

Outfall #: 001 

River Basin: James River (Middle) 

Subbasin: James River 

Watershed Code: H05R 

Receiving Stream: Opossum Creek 

River Mile: 4.83 

1010 
7O10 
30O5 

30O10 

MGD 

0.26 
0.303 
0.582 
0.422 

HF1O10 
HF7O10 
HF30O10 

HM 

MGD 

0.847 
0.961 
1.284 
1.522 

Modeling Notes 

Current limits are protective of WQ Standards and the Anti-degradation policy. 

WQMP Name No Plan 

Statement 

TMDL ID None 

Impairment Cause 

TMDL Due Date 

Completed TMDL Information 

James River WS Bacteria TMDL, 

TMDL Approval Dates 12/4/2007, modified 12-3-2009 

Amanda B. Gray, Water Planning _j_ngineer or 
Paula Nash, TMDL Coordinator 



REGIONAL MODELING SYSTEM VERSION 4.0 
Model Input File for the Discharge 

to OPOSSUM CREEK. 

File Information 

File Name: 
Date Modified: 

C:\Documents and Settings\abgray\Desktop\VA0061042\VA0061042.mo 
December 02, 2009 

Water Quality Standards Information 

Stream Name: 
River Basin: 
Section: 
Class: 
Special Standards: 

OPOSSUM CREEK 
James River Basin 
11e 
III - Nontidal Waters (Coastal and Piedmont) 
None 

Background Flow Information 

Gauge Used: 
Gauge Drainage Area: 
Gauge 7Q10 Flow: 
Headwater Drainage Area: 
Headwater 7Q10 Flow: 
Withdrawal/Discharges: 
Incremental Flow in Segments: 

Beaver Creek #02025900 
24 Sq.Mi. 
1.21 MGD 
5.99 Sq.Mi. 
0.3019958 MGD (Net; includes Withdrawals/Discharges) 
0 MGD 
5.041667E-02 MGD/Sq.Mi. 

Background Water Quality 

Background Temperature: 
Background cBOD5: 
Background TKN: 
Background D.O.: 

24 Degrees C 
2 mg/l 
0 mg/l 
7.455607 mg/l 

Model Segmentation 

Number of Segments: 
Model Start Elevation: 
Model End Elevation: 

1 
640 
585 

ft above MSL 
ft above MSL 

file://C:/Documents


REGIONAL MODELING SYSTEM VERSION 4.0 
Model Input File for the Discharge 

to OPOSSUM CREEK. 

File Information 

File Name: 
Date Modified: 

C:\Documents and Settings\abgray\Desktop\VA0061042\VA0061042.mo 
December 02, 2009 

Water Quality Standards Information 

Stream Name: 
River Basin: 
Section: 
Class: 
Special Standards: 

OPOSSUM CREEK 
James River Basin 
11e 
III - Nontidal Waters (Coastal and Piedmont) 
None 

Background Flow Information 

Gauge Used: 
Gauge Drainage Area: 
Gauge 7Q10 Flow: 
Headwater Drainage Area: 
Headwater 7Q10 Flow: 
Withdrawal/Discharges: 
Incremental Flow in Segments: 

Beaver Creek #02025900 
24 Sq.Mi. 
1.21 MGD 
5.99 Sq.Mi. 
0.3019958 MGD (Net; includes Withdrawals/Discharges) 
0 MGD 
5.041667E-02 MGD/Sq.Mi. 

Background Water Quality 

Background Temperature: 
Background cBOD5: 
Background TKN: 
Background D.O.: 

24 Degrees C 
2 mg/l 
0 mg/l 
7.455607 mg/l 

Model Segmentation 

Number of Segments: 
Model Start Elevation: 
Model End Elevation: 

1 
640 ft above MSL 
585 ft above MSL 

file://C:/Documents


REGIONAL MODELING SYSTEM VERSION 4.0 
Model Input File for the Discharge 

to OPOSSUM CREEK. 

Segment Information for Segment 1 

Definition Information 
Segment Definition: 
Discharge Name: 
VPDES Permit No.: 

Discharqer Flow Information 
Flow: 
cBOD5: 
TKN: 
D.O.: 
Temperature: 

Geoaraphic Information 
Segment Length: 
Upstream Drainage Area: 
Downstream Drainage Area: 
Upstream Elevation: 
Downstream Elevation: 

Hvdraulic Information 
Segment Width: 
Segment Depth: 
Segment Velocity: 
Segment Flow: 
Incremental Flow: 

Channel Information 
Cross Section: 
Character: 
Pool and Riffle: 
Bottom Type: 
Sludge: 
Plants: 
Algae: 

A discharge enters. 
BENNIES MHP STP 
VA0061042 

0.035 MGD 
25 mg/l 
20 mg/l 
6 mg/l 
24 Degrees C 

2.03 miles 
5.99 Sq.Mi. 
0 Sq.Mi. 
640 Ft. 
585 Ft. 

15 Ft. 
0.151 Ft. 
0.23 -Ft/Sec. 
0.337 MGD 
-0.302 MGD (Applied at end of segment.) 

Rectangular 
Moderately Meandering 
No 
Small Rock 
None 
None 
None 



modout.txt 
"Model Run For C:\Documents and Settings\abgray\Desktop\VA0061042\VA0061042.mod On 
12/3/2009 8:16:19 AM" 

"Model is for OPOSSUM CREEK." 

"Model starts at the BENNIES MHP STP discharge." 

"Background Data" 
"7Q10B. "CBOD5", "TKN", "DO", "Temp" 
"(mgd)", "(mg/l)", "(mg/l)", "(mg/l)", "deg c" 
.302, 2, 0, 7.456, 24 

"Discharge/Tributary Input Data for Segment 1" 
"Flow", "CBOD5", "TKN", "DO", "Temp" 
"(mgd)", "(mg/l)", "(mg/l)", "(mg/l)", "deg C" 
.035, 25, 20, ,6, 24 

"Hydraulic Information for Segment 1" 
"Length","Width", "Depth", ^velocity" 
"(mi)", "(ft)", "(ft)", "(ft/sec)" 
2.03, 15, .151, .23 

"initial Mix values for segment 1" 
"Flow", "DO", "CBOD", "nBOD", "DOSat", "Temp" 
"(mgd)", "(mg/l)", "(mg/l)", "(mg/l)", "(mg/l)", "deg C" 
.337, 7.304, 10.972, 7.645, 8.292, 24 

"Rate Constants for segment 1. - (All units Per Day)" 
"kl", "kl@T", "k2", "k2@T", "kn", "kn@T", "BD", "BD@T" 
1.2, 1.442, 16.256, 17.874, .5, .68, 0, 0 

"Output for Segment 1" 
"Segment starts at BENNIES MHP STP" 
" T o t a l " , "Segm." 
" D l S t . " , " D i s t . " , "DO", "CBOD", "nBOD" 
" ( m i ) " , " ( m i ) " , " ( m g / l ) " , " ( m g / l ) " , " ( m g / l ) " 
0, 0, 7.304, 10.972, 7.645 
. 1 , . 1 , 7 .241 , 10.56, 7.508 
. 2 , . 2 , 7.216, 10.163, 7.374 
. 3 , . 3 , 7.214, 9 .781 , 7.242 
. 4 , . 4 , 7.226, 9 .413, 7.112 
. 5 , . 5 , 7.246, 9.059, 6.985 
. 6 , . 6 , 7 .271 , 8.718, 6.86 
. 7 , . 7 , 7.299, 8.39, 6.737 
. 8 , . 8 , 7.328, 8.075, 6.616 
. 9 , . 9 , 7.357, 7 .771 , 6.497 
1, 1, 7.386, 7.479, 6.381 
1.1, 1.1, 7.414, 7.198, 6.267 
1.2, 1.2, 7.442, 6.927, 6.155 
1.3, 1.3, 7.463, 6.667, 6.045 
1.4, 1.4, 7.463, 6.416, 5.937 
1.5, 1.5, 7.463, 6.175, 5.831 
1.6, 1.6, 7.463, 5.943, 5.727 
1.7, 1.7, 7.463, 5.72, 5.624 
1.8, 1.8, 7.463, 5.505, 5.523 
1.9, 1.9, 7.463, 5.298, 5.424 
2, 2, 7.463, 5.099, 5.327 
2.03, 2.03, 7.463, 5.041, 5.298 

"END OF FILE' 
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Financial Assurance 
State Commerce Commission 
Certificate 
Closure Plan 
Financial Assurance Annual Cost 
Adjustment Approval 
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STATE CORPORATION COMMISSION 

(Richmond, September 26, 2002 

This is to certify that the certificate of organization of 

BRI PROPERTIES LLC 

was this day issued and admitted to record in this office and that 
the said Cimited tiabitity company is authorized to transact its 
business subject to ati Virginia taws appticabte to the company 
audits business. (Effective date: September 26, 2002 

State Corporation Commission 
fittest: 

'krf̂  of the Com mission 

CIS0308 
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STATE CORPORATION COMMISSION 

t'crwi^orte/, February 6, 1981 
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Bennie's Rentals, Inc. 
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COMMQNWEKLfli of V1RQIN. 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

W. Tayloe Murphy. Jr. 
Secretary of Natural Resource.1". 

West Central Regional Office 
30 J 9 Peiers Creek Road. Roanoke. Virginia 240 J .J 
Telephone .540) 562-6700. Fax (540) 562-6725 

www.deq.virginia.gov 

March 2, 2005 

Robert G. Burnley 
Director 

Steven A. Dietrich 
Regional Director 

COUNTY: Campbell County 
Receiving Facility - Bennie's MHP STP 
Project: Closure Plan 

Mr. Bruce Bunnell 
Bennie's Rentals, Inc. 
6080 Campbell Hwy. 
Lynchburg, VA 24501 

Dear Mr. Bunnell: 

Tins Department has received a closure plan for Bennie's Mobile Home Park sewage treatment works in 
Campbell County. The plan is entitled " Closure Plan - Bennies Mobile Home Park STP - VPDES Permit 
#VA0061042" and is in a report format. The plan is dated January 18. 2005, but revisions were received on 
March 1, 2005. The closure plan was submitted to comply with the financial assurance requirements of 9 
VAC 25-650-10 et seq as they apply to VPDES permit VA0061042. 

The following summarizes the plan. A Closure Plan Manager has been identified. The Closure Plan Manager 
will carry out the details of the plan. All park residents will be given 60 days notice to vacate the park. As 
residents move out, the influent sewer pipe connections will be plugged. The contents of the septic tanks 
onsite will be pump and hauled to the Lynchburg sewage treatment works as the tanks are taken offline. 
Wastewater will be processed through the sewage treatment plant in accordance with the VPDES permit. 
Once the cessation of sewage to the treatment works is verified, the mechanical and electrical components 
will be salvaged or disposed of properly. All wastewater and sludge will be pumped from the treatment units 
and the lagoons and conveyed to the Lynchburg sewage treatment works. The lagoons will be graded to shed 
water. The area will graded, seeded, and mulched. If an)' sludge remains in the lagoon, the sludge will be 
limed and will be allowed to an- dry pnor to backfilling. The lagoon area will be capped with a slowly 
permeable material if sludge remains. 

The review of the plan has been confined to technical requirements and design criteria as stipulated in the 
Commonwealth of Virginia's Sewage Collection and Treatment Regulations. 

ra! Rest. oecrela; 

http://www.deq.virginia.gov
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COUNTY: Campbell Count)' 
Receiving Facility - Bennies MHP STP 
Project: Closure Plan 

hi accordance with the Virginia Water Control Law, Code of Virginia 1950, as amended. Title 62.1, Section 
62.1-44.19, tins letter report is to advise that the previously mentioned closure plan is technically adequate 
and is hereby approved. Please work with the South Central Regional DEQ office to complete the financial 
assurance requirements as required by 9 VAC 25-650-10 et seq. 

One copy of the previously described closure plan with an Office of Wastewater Engineering approval sticker 
is enclosed. 

By direction of the Director, Department of Environmental Quality. 

Sincerely, 

/ 
72<t6yaLs *-?&{* 

Marcia J. Degen, Ph.D., P.E. 
Area Engineer 
Office of Wastewater Engineering 

Enclosure 

cc:"K Crider - SCRO- Permits with enclosure 
DEQ - Office of Wastewater Engineering - Richmond 
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Closure Plan 
Bennies Mobile Home Park STP 

VPDES Permit #VA0061042 

Prepared For: 

Department of Environmental Quality 
7705 Timberlake Rd. 

Lynchburg, VA 24502 

Prepared By: 

Bruce Bunnell 
Bennie's Rentals, Inc. 
6080 Campbell Hwy. 

Lynchburg, VA 24501 
434-846-5642 

January 18,2005 
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Closure Plan 
Bennies Mobile Home Park STP 

VPDES Permit No. VA0061042 

January 18,2005 

1.0 INTRODUCTION 

This Closure Plan details the closure activities for the Bennies Mobile Home Park 
Sewage Treatment Plant, hereafter referred to as Bennies MHPSTP. The Bennies 
MHPSTP is a privately owned sewage treatment plant operated by Bennie's Rentals, Inc. 
The plant currently serves the tenants of mobile homes within 501 Mobile Home Park, 
Sunnyside MHP, Pine Lane MHP, and single family dwellings at 534 and 552 Old 
Rustburg Rd. and 2451 Lone Jack Rd. The mobile home parks and the single family 
dwellings are residential rental properties managed by Bennie's Rentals, Inc. There are 
no industrial users contributing to the facility. 

The Bennies MHPSTP only treats the effluent which is discharged from septic tanks. 
Each of the single family homes are connected to individual 1000 gallon septic tanks. 
Mobile homes within 501 MHP are connected to three 5000 gallon tanks. Mobile homes 
within Sunnyside MHP are connected to individual 1000 gallon tanks. In Pine Lane 
MHP some of the mobile homes have individual 1000 gallon tanks and some share a tank 
with another mobile home. 

The Bennies MHPSTP consists of a rotating biological contactor (RBC) followed by a 
polishing pond, chlorination, post-aeration and dechlorination. The final treated effluent 
is discharged to Opossum Creek. 

Sludge generated from the RBC is pumped to a holding tank. The holding tank is 
pumped about once each year. Septage from the septic tanks is pumped about once every 
three years. Both the sludge and the septage are hauled to another VPDES permitted 
facility for further treatment and final disposal. In addition, partially treated wastewater is 
occasionally pumped from the polishing and/or emergency overflow pond and hauled to 
Lynchburg Regional WWTP for further treatment and final disposal. 

This Closure Plan will focus on the process of closing the Bennies MHPSTP in the event 
it is abandoned by the owners and ceases operation. 

This Closure Plan meets the requirements of the Virginia Department of Environmental 
Quality Closure Plan and Financial Assurance Requirements of Privately Owned 
Sewerage systems consistent with 9 VAC25-650-60. 



Bennu lobile Home Park STP 
Closure Plan 
January 2005 

Bennies MHPSTP will retain a copy of the Closure Plan during closure and post-closure 
activities. The Closure Plan is available for review by the public at the office of Bennies 
Rentals, Inc. 

1.1 Sewage Treatment Plant Location 

Bennies MHPSTP is located approximately 2 miles south of Lynchburg, Virginia in 
Campbell County. The plant is managed by Bennie's Rentals, Inc. at 6080 Campbell 
Hwy.(U.S. 501) The plant is located on Sierra Way, approximately l/10th of a mile 
behind the rental office. 

1.2 Current Conditions 

Bennies Mobile Home Park STP is currently operating under VPDES Permit No. 
VA0061042. 

2.0 CLOSURE ACTIVITIES 

When it has been determined by the State Water Control Board that the normal 
operation of the Bennies MHPSTP "ceases operations", as defined in VAC 25-650-10 et 
seq. "Closure Plans and Demonstration of Financial Capability"; the approved closure 
plan shall be implemented. The State Water Control Board will notify the third party 
under contractual agreement in Attachment A to begin implementation of the Closure 
Plan. For the remainder of this document this third party will be referred to as the Closure 
Plan Manager. 

2.1 Closure Plan Time Frame and Assumptions 

It shall be assumed that actual closure of the facility will be delayed for up to four months 
once the Closure Plan Manger has been notified. The delay is needed to allow tenants of 
the mobile home parks and* houses to find new housing. It will then take up to two 
months for all remaining closure activities to be implemented. 

For the purpose of this Plan it is assumed that during the 4 month delay before closure 
begins, there will be no major maintenance requirements of the Bennies MHPSTP. 

2.2 Contract a Qualified Permitted Operator 

The first step for the Closure Plan Manager is to secure a contract with a Qualified 
Permitted Operator to continue the required daily operation and monitoring of the 
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Bennies MHPSTP. The Qualified Permitted Operator would also be required to file all 
necessary reports with the DEQ. Note that the Closure Plan Manager may also be a 
Qualified Permitted Operator. The services of the Qualified Permitted Operator would be 
required during the initial 4 month period of Closure Activities. Daily operation of the 
Bennies MHPSTP would be required until all sewage connections feeding the plant have 
been cut and sealed shut and all flow into the plant has stopped. 

2.3 Eviction of Tenants 

The second step for the Closure Plan Manager is to issue notices to terminate rental 
agreements with all tenants of mobile homes and houses which discharge sewage to the 
Bennies MHPSTP. Currently the Code of Virginia 55-248.46 requires that a minimum of 
sixty days advance notice must be given. 
2.4 Sealing of Sewage Connections and Removal of Sludge 

Once the Closure Plan Manager has determined that a tenant has vacated a mobile home 
space or house then the sewage connection shall be cut and sealed. If that particular 
space or house is on a single 1000 gallon tank then the sludge from that tank shall be 
pumped and hauled to the Lynchburg Sewage Treatment Plant. Once all connections 
served by a 5000 gallon tank have been cut and sealed then sludge from that tank shall be 
pumped and hauled. Once all septic tanks have been pumped the Qualified Permitted 
Operator shall verify that all in-flow into the plant has ceased. If it has ceased, then the 
final closure procedures shall be implemented. 

2.5 Hiring of Contractor 

During the interim 4 month period prior to actual closure, the Closure Plan Manager shall 
select a Contractor to be responsible for sealing inflow and discharge points, disassembly 
and removal of plant components, filling and grading of lagoons and other plant areas, 
erosion and sedimentation control. 

2.6 Hiring of Engineer for Certification 

Also during the interim 4 month period, the Closure Plan Manager shall select a 
professional engineer who's responsibility is to verify the adequacy of the closure. 
During the closure process and upon completion of the closure plan, the Closure Plan 
Manager will have a professional engineer certify that the Closure Plan was implemented 
fully and consistent with applicable regulations. These certifications will be submitted to 
the DEQ. 

2.7 Pumping of Lagoons and Sludge Holding Tank 

Once all sewage connections have been cut and sealed the Closure Plan Manager shall 
instruct the Qualified Plant Operator to continue to treat and discharge effluent from the 
lagoons as long as it is done within compliance of the VPDES permit. The Qualified 
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Plant Operator will instruct the Closure Plan Manager when it is time to begin closing the 
Bennies MHPSTP. 
At that time the Closure Plan Manager shall have the 5000 gallon sludge holding tank, 
located at the entrance to the Bennies MHPSTP, pumped and hauled to the Lynchburg 
Sewage Treatment Plant. 
The remaining effluent and sludge in the two lagoons at the Bennies MHPSTP shall also 
be pumped and hauled to the Lynchburg Sewage Treatment Plant. The lagoons shall 
remain in place for approximately thirty days or until the remaining sludge has dried 
sufficiently. The Contractor shall lime the surface of each lagoon with approximately 150 
pounds of ground agricultural lime per 1000 S.F. 

2.8 Erosion and Sedimentation Control Plan 

There will be a very limited need for erosion control. A silt fence shall be installed down 
gradient of the disturbed area. Once a grass stand is established the silt fence can be 
removed. The Contractor shall be responsible for installation of the silt fence. 

2.9 Sealing of Main Inlet and Discharge Lines 

Upon completion of item 2.7 the Control Plan Manager will request that the Contractor 
locate the main inlet line going into the plant and verify that all effluent in-flow has 
ceased. If it has ceased then the line shall be cut and sealed with non shrink grout. The 
discharge line shall also be located, cut, and sealed with non shrink grout. 

2.10 Disassemble and Remove Plant Components 

The Contractor shall coordinate with the Closure Plan Manager for removal and salvage 
of plant components, lab equipment, and chemicals. The RBC and Skimmer and related 
motors, Dechlorination unit, and discharge pumps shall be removed and salvaged. 
Within the lab building the aerator will be removed and salvaged. The lab testing 
equipment and dechlor tablets shall be removed and donated or sold. The chlorine 
cylinders shall be removed and sent back to the distributor. 

Once the RBC, Skimmer, and Dechlorination unit are removed all remaining effluents 
and sludge within the related concrete holding tanks shall be pumped and hauled. Lime 
shall be applied as needed. 

The Lab building shall remain standing to be used for storage. The electric service shall 
be altered to serve the storage building only. A section of the fence shall be taken down 
to allow for grading of the lagoons and shall be reinstalled once final seeding and 
mulching is done. 
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2.11 Final Filling and Grading 

The Certification Engineer shall inspect and approve of all work completed thus far, 
before final grading is to begin. The manholes at the entrance of the plant shall be 
removed at least two feet below finish grade. The remaining manhole bottoms, the 
Sludge holding tank, RBC/Skimmer tank, and dechlorination pit shall be partially 
demolished and filled with crusher run and topped with soil. 

Lagoon liners must be scarified so that the lagoons no longer hold water. The lagoon 
bottoms must be covered with at least two feet of fill material to be compacted with a 
loader as it is spread. . As the lagoons are graded and filled they should be compacted in 
no less than 12 inch lifts. The lagoons shall be graded to shed water. Fill dirt and top soil 
may need to be hauled in during the final grading process. If sludge remains in one or 
both lagoons after they are pumped down, then the area where sludge remains should then 
be topped with three inches of a slowly permeable material. The lagoon linersoil based 
material may be used for the cap. If sludge remains in the lagoon, the location of the 
sludge should be noted on the property deed. 

2.12 Seeding and Mulching 

The Closure Plan Manager will hire a landscaping contractor to finish, seed and mulch, 
all disturbed areas. Once a good stand of grass has been established, the silt fence shall 
be removed. 
The chain link fence shall be reinstalled around the property. 

3.0 COST ESTIMATES AND FINANCIAL ASSURANCES 

A cost estimate for the Closure Plan is included in Attachment B. The owner will submit 
a financial assurance in the form of a Letter of Credit under separate cover. The cost 
estimate and Letter of Credit must be adjusted for inflation annually within 60 days of the 
anniversary date. 

The closure standards assure that all possible actions have been taken to eliminate post-
closure maintenance activities. The standards also minimize the potential for the release 
of decomposed waste products into the environment. 



Bennk lobile Home Park STP 
Closure Plan 
January 2005 

Attachment B 

Activity Cost Estimates 

1. Control Plan Manager Fees (6 months) $2,500 
2. Qualified Plant Operator Fees (4 months) 1,600 
3. Engineering/Inspection Fees 2,000 
4. Chemicals/ other lab Costs 200 
5. Monthly Test Fees (4 months) 180 
6. Pumping fees 1000 gallon tanks 30 x $200 6,000 
7. Pumping fees 5000 gallon tanks 4 x $850 3,400 
8. Pumping fees for 2 lagoons (estimate 30,000 gallons).... 4,000 

$1000 pump fee plus $3000 dumping fee 
9. Contractor Fee 3,500 
10. Lime 300 
11. Fence Work 800 
12. Crusher Run for Fill 800 
13. Fill Dirt for lagoons 1,000 
14. Top Soil 300 
15. Silt Fence (To be Installed by Contractor) 50 
16.Cut and Plug Sewage Connections (107 x $26) 2,782 

17. Final Grade, Seed, Mulch 1,000 
18. Unforeseen costs/ cost overruns (10%) 3,251 

Total $33,663 
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At t achmen t A 

With this written agreement Glen Micklem agrees to implement the Closure Plan of 
Bennies Mobile Home Park Sewage Treatment Plant. He agrees to be the Closure 
Plan Manager as described within the Closure Plan. Compensation of the Closure 
Plan Manager is also described within the Closure Plan. 

This contract will only take effect in the event that the owners of Bennies Mobile 
Home Park Sewage Treatment Plant have abandoned the Plant and the State Water 
Control Board Determines that the Closure Plan Should be Implemented. 

/ / - OS' 
Date 

Glen Micklem 
P.O. Box 1212 
Madison Heights,VA 24572 

r$fr.( .^r-.tms-:. 

r*% 0 ! U S 



France, Becky {DEQ) 
From: Taylor, Suzanne (DEQ) 
Sent: Thursday, May 27, 2010 8:50 AM 
To: France, Becky (DEQ) 
Subject: RE: Financial Assurance 

Hi Becky, the owner has a $40,000 LOC on file. The letter of credit exceeds the 2010 cost 
estimate of $37,637, therefore they are in compliance with FA. I will send a compliance letter 
today and put a copy of the letter in the OFA folder on the T drive. 

Thanks, 

Suzanne D. Taylor 
Office of Financial Assurance 
Virginia Department of Environmental Quality 
629 East Main Street 
Richmond, Virginia 23219 
(804)698-4146 
(804) 698-4234 FAX 
(800) 592-5482 

From: France, Becky (DEQ) 
Sent: Thursday, May 27, 2010 8:37 AM 
To: Taylor, Suzanne (DEQ) 
Subject: Financial Assurance 

I am currently working on the reissuance of Bennie's Mobile Home Park STP (VA0061042). This 
facility has a financial assurance requirement in their permit. Has the facility submitted their 
annual adjusted cost estimate which was due on April 18, 2010? If so has their cost adjustment 
been approved? 
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COMMONWEALTH of VIRGINIA 
L. Preston Bryant. Jr. DEPARTMENT OF ENVIRONMENTAL QUALITY -David K. Paylor 

Secretary ot Natural Resources _ , , „ _ _ »_ . „ . . i ^ w *__«._ * Director 
S.ree. address: 629 East Mam Street, Richmond, Virginia 23219 

Mailing address: P.O. Box 1105, Richmond, Virginia 23218 (804) 698-4000 
Fax (804) 698-4500 TDD (804) 698-402 i 1-800-592-5482 

www.deq.virginia.gov 

June 3,2009 

Mr. Bruce Bunnell 
Bennie's Mobile Home Park STP 
6080 Campbell Highway 
Lynchburg, Virginia 24501 

RE: Financial Assurance, VPDES Permit VA0061042 

Dear Mr. Bunnell: 

The Virginia Department of Environmental Quality has reviewed the letter of 
credit submitted by Bennie's Rentals, Inc. to demonstrate financial capability for 
privately owned sewerage systems owned and/or operated in the Commonwealth of 
Virginia. The closure cost estimate adjusted for 2009 inflation is $37,377. Letter of 
credit number 9531656129/00004 was issued in the amount of $40,000, therefore; 
Bennie's Rentals, Inc. has met its financial capability demonstration requirement until 
April 18, 2010. 

i 

Please note that the obligation to update your financial assurance mechanism is an 
annual one. The Regulation requires an owner/operator to update the cost estimate 
annually for inflation within sixty days prior to the anniversary date of the mechanism. 
Your anniversary date is April 18. The cost estimate must.be adjusted for inflation no 
later than February 18, 2010. The cost estimate is adjusted by multiplying the current 
cost estimate by the current year's inflation factor. You may call the Office of Financial 
Assurance at (804) 698-4146 sixty days prior to the effective date to obtain the inflation 
factor. 

537,377 x 2010 inflation factor = 2010 Adjusted Cost Estimate 

If the 2010 adjusted cost estimate exceeds the amount of the existing letter of 
credit, you must submit either a new letter of credit or an amendment to the existing letter 
of credit in the amount of the adjusted cost estimate to the Department no later than April 
18,2010. 

http://www.deq.virginia.gov
http://must.be


If you have any questions regarding the financial assurance requirements, please 
contact me at (804) 698-4146 (toll free in Virginia 800-592-5482 ext. 4146) or via email 
at suzanne.taylor@deq.virginia.gov. Thank you for your time and cooperation in this 
matter. 

Sincerely. 

Suzanne D. Taylor U 
Office of Financial Assurance 

c: Kevin Crider, DEQ/BRRO/L 
David Miles, DEQ/BRRO/L 

mailto:suzanne.taylor@deq.virginia.gov
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David A. Johnson 
Director 

COMMONWEALTH of VIRQINIA 
DEPARTMENT OF CONSERVATION AND RECREATION 

Division of Natural Heritage 

217 Governor Street 

Richmond. Virginia 23219-2010 

(804)786-7951 
MEMORANDUM 

DATE: June 16,2010 

TO: Becky France, DEQ-NRO 

FROM: Rene' Hypes, DCR-DNH 

SUBJECT: DEQ VA0061042, Bennies Mobile Home Park STP 

The Department of Conservation and Recreation's Division of Natural Heritage (DCR) has searched its 
Biotics Data System for occurrences of natural heritage resources from the area outlined on the submitted 
map. Natural heritage resources are defined as the habitat of rare, threatened, or endangered plant and 
animal species, unique or exemplary natural communities, and significant geologic formations. 

Biotics historically documents the presence of natural heritage resources in the project area. However, 
due to the scope of the activity and the distance to the resources, we do not anticipate that this project will 
adversely impact these natural heritage resources. 

Under a Memorandum of Agreement established between the Virginia Department of Agriculture and 
Consumer Services (VDACS) and the Virginia Department of Conservation and Recreation (DCR), DCR 
represents VDACS in comments regarding potential impacts on state-listed threatened and endangered 
plant and insect species. The current activity will not affect any documented state-listed plants or insects. 

In addition, our files do not indicate the presence of any State Natural Area Preserves under DCR's 
jurisdiction in the project vicinity. 

New and updated information is continually added to Biotics. Please contact DCR for an update on this 
natural heritage information if a significant amount of time passes before it is utilized. 

The Virginia Department of Game and Inland Fisheries maintains a database of wildlife locations, 
including threatened and endangered species, trout streams, and anadromous fish waters that may contain 
information not documented in this letter. Their database may be accessed from http://vafwis.org/fwis/ or 
contact Shirl Dressier at (804) 367-6913. 

Thank you for the opportunity to comment on this project. 

State Parks • Soil and Water Conservation • Natural Heritage • Outdoor Recreation Planning 
Chesapeake Bay Local Assistance • Dam Safety and Floodplain Management • Land Conservation 

http://vafwis.org/fwis/


Public Notice - Environmental Permit 

PURPOSE OF NOTICE: To seek public comment on a draft permit from the Department of Environmental Quality that 
will allow the release of treated wastewater into a water body in Campbell County, Virginia 
PUBLIC COMMENT PERIOD: 30 days following the public notice issue date; comment period ends 4:30 pm of last day 
PERMIT NAME: Virginia Pollutant Discharge Elimination System - Wastewater issued by DEQ, under the authority of 
the State Water Control Board 
APPLICANT NAME, ADDRESS, AND PERMIT NUMBER: Bennie's Rentals Inc., 6080 Campbell Highway, 
Lynchburg, VA 24501, VA0061042 
FACILITY NAME AND LOCATION: Bennie's Mobile Home Park STP, 6080 Campbell Highway, Lynchburg, VA 24501 
PROJECT DESCRIPTION: Bennie's Rentals Inc. has applied for a reissuance of a permit for private Bennie's Mobile 
Home Park STP. The applicant proposes to release treated sewage wastewater from residential areas at a rate of 0.035 
million gallons per day into a water body. Sludge from the treatment process will be hauled to a local wastewater 
treatment plant. The facility proposes to release the treated sewage wastewater into Opossum Creek in Campbell County 
in the James River/Beaver Creek/Back Creek Watershed (VAC-H05R). A watershed is the land area drained by a river 
and its incoming streams. The permit will limit the following pollutants to amounts that protect water quality: bacteria, 
organic matter, solids, dissolved oxygen. 
HOW TO COMMENT: DEQ accepts comments by e-mail, fax, or postal mail. All comments must be in writing and be 
received by DEQ during the comment period. The public also may request a public hearing. 
HOW TO COMMENT AND/OR REQUEST A PUBLIC HEARING: DEQ accepts comments and requests for public 
hearing by e-mail, fax, or postal mail. All comments and requests must be in writing and be received by DEQ during the 
comment period. Submittals must include the names, mailing addresses and telephone numbers of the 
commenter/requester and of all persons represented by the commenter/requester. A request for a public hearing must also 
include: 1) The reason why a public hearing is requested. 2) A brief, informal statement regarding the nature and extent of 
the interest of the requester or of those represented by the requestor or those represented by the requester, including how 
and to what extent such interest would be directly and adversely affected by the permit. 3) Specific references, where 
possible, to terms and conditions of the permit with suggested revisions. A public hearing may be held, including another 
comment period, if public response is significant, based on individual requests for a public hearing, and there are 
substantial, disputed issues relevant to the permit. 
CONTACT FOR PUBLIC COMMENTS, DOCUMENT REQUESTS, AND ADDITIONAL INFORMATION: Becky L. 
France; Virginia Department of Environmental Quality, Blue Ridge Regional Office, 3019 Peters Creek Road, Roanoke, 
VA24019-2738; PHONE: (540) 562-6700; E-MAIL ADDRESS: becky.france@deq.virginia.gov; FAX: (540) 562-6725. 
The public may review the draft permit and application at the DEQ office named above by appointment or may request 
copies of the documents from the contact person listed above. 
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France, Becky (DEQ) 

From: Aschenbach, Ernie (DGIF) 

Sent: Tuesday, June 15, 2010 2:29 PM 

To: France, Becky (DEQ) 

Cc: ProjectReview (DGIF) 

Subject: ESSLog# VA0061042; Draft Permit renewal for Bennies Mobile Home Park STP in Campbell County, VA 

We have reviewed the above-referenced VPDES permit re-issuance. According to the application for re-issuance, it proposes no 
new or increased discharges of pollutants. The existing treatment process uses chlorine for disinfection, post aeration, and 
dechlorination. We typically recommend using ultraviolet (UV) light disinfection rather than chlorination, in order to protect the 
overall health of the aquatic resources, including listed species. However, provided the applicant complies with the effluent 
limitations of the permit, we do not anticipate the renewal of this permit to result in adverse impact to resources under our 
purview. 

According to our records, the federal Endangered state Threatened purple coneflower is known from the project area. We 
recommend contacting Department of Conservation and Recreation - Division of Natural Heritage (DCR - DNH) and Virginia 
Department of Agriculture and Consumer Services (VDACS) regarding all state listed plant and insect species. We also 
recommend contacting the USFWS regarding all federally listed species. 

Thank you for the opportunity to provide updated comments. 

Ernie Aschenbach 
Environmental Services Biologist 
Virginia Dept. of Game and Inland Fisheries 
4010 West Broad Street 
Richmond, VA 23230 
Phone: (804) 367-2733 
FAX: (804) 367-2427 
Email: Ernie.Aschenbach@dgif.virginia.gov 

6/15/2010 
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State "FY2003 Transmittal Checkl is t" to Ass is t in Targeting 

Municipal and Industr ia l Individual NPDES Draft Permits for Review 

Part I. State Draft Permit Submission Checklist 

In accordance with the MOA established between the Commonwealth of Virginia and the United States 
Environmental Protection Agency, Region III, the Commonwealth submits the following draft National 
Pollutant Discharge Elimination System (NPDES) permit for Agency review and concurrence. 

Facility Name: 

NPDES Permit Number: 

Permit Writer Name: 

Date: 

Major [ ] 

Bennie's Mobile Home Park STP 

VA0061042 

Becky L. France, DEQ-BRRO-Roanoke 

12/7/09 

Minor [X] Industrial [ ] Municipal [X] 

I.A. Draft Permit Package Submittal includes: 

1. Permit Application? 

2. Complete Draft Permit (for renewal or first time permit - entire permit, 
including boilerplate information)? 

3. Copy of Public Notice? 

A. Complete Fact Sheet? 

5. A Priority Pollutant Screening to determine parameters of concern? 

6. A Reasonable Potential analysis showing calculated WQBELs? 

7. Dissolved Oxygen calculations? 

8. Whole Effluent Toxicity Test summary and analysis? 

9. Permit Rating Sheet for new or modified industrial facilities? 

Yes 

X 

X 

X 

X 

X 

No 

X 

N/A 

X 

X 

X 

I.B. Permit/Facility Characteristics 

1. Is this a new, or currently unpermitted facility? 

2. Are all permissible outfalls (including combined sewer overflow points, non-
process water and storm water) from the facility properly identified and 
authorized in the permit? 

3. Does the fact sheet or permit contain a description of the wastewater 
treatment process? 

Yes 

X 

X 

No 

X 

N/A 



I.B. Permit/Facility Characteristics - cont. (FY2003) 

4. Does the review of PCS/DMR data for at least the last 3 years indicate 
significant non-compliance with the existing permit? 

5. Has there been any change in streamflow characteristics since the last permit 
was developed? 

6. Does the permit allow the discharge of new or increased loadings of any 
pollutants? 

7. Does the fact sheet or permit provide a description of the receiving water 
body(s) to which the facility discharges, including information on low/critical 
flow conditions and designated/existing uses? 

8. Does the facility discharge to a 303(d) listed water? 

a. Has a TMDL been developed and approved by EPA for the impaired water? 

b. Does the record indicate that the TMDL development is on the State priority 
list and will most likely be developed within the life of the permit? 

c. Does the facility discharge a pollutant of concern identified in the TMDL or 
303(d) listed water? E. coli limit added to permit. 

9. Have any limits been removed, or are any limits less stringent, than those in 
the current permit? 

10. Does the permit authorize discharges of storm water? 

11. Has the facility substantially enlarged or altered its operation or substantially 
increased its flow or production? 

12. Are there any production-based, technology-based effluent limits in the 
permit? 

13. Do any water quality-based effluent limit calculations differ from the State's 
standard policies or procedures? 

14. Are any WQBELs based on an interpretation of narrative criteria? 

15. Does the permit incorporate any variances or other exceptions to the State's 
standards or regulations? 

16. Does the permit contain a compliance schedule for any limit or condition? 

17. Is there a potential impact to endangered/threatened species or their habitat 
by the facility's discharge(s)? 

18. Have impacts from the discharge(s) at downstream potable water supplies 
been evaluated? 

19. Is there any indication that there is significant public interest in the permit 
action proposed for this facility? 

20. Have previous permit, application, and fact sheet been examined? 

Yes 

X 

X 

X 

X 

X 

X 

X 

No 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

N/A 

X 

X 



Part II. NPDES Draft Permit Checklist (FY2003) 

Region III NPDES Permit Quality Checklist - for POTWs 
(To be completed and included in the record only for POTWs) 

II.A. Permit Cover Page/Administration 

1. Does the fact sheet or permit describe the physical location of the facility, 
including latitude and longitude (not necessarily on permit cover page)? 

2. Does the permit contain specific authorization-to-discharge information (from 
where to where, by whom)? 

Yes 

X 

X 

No N/A 

II.B. Effluent Limits - General Elements 

1. Does the fact sheet describe the basis of final limits in the permit (e.g., that a 
comparison of technology and water quality-based limits was performed, and 
the most stringent limit selected)? 

2. Does the fact sheet discuss whether "antibacksliding" provisions were met for 
any limits that are less stringent than those in the previous NPDES permit? 

Yes 

X 

No N/A 

:,, 

X 

II.C. Technology-Based Effluent Limits (POTWs) 

1. Does the permit contain numeric limits for ALL of the following: BOD (or 
alternative, e.g., CBOD, COD, TOC), TSS, and pH? 

2. Does the permit require at least 85% removal for BOD (or BOD alternative) 
and TSS (or 65% for equivalent to secondary) consistent with 40 CFR Part 
133? 

a. If no, does the record indicate that application of WQBELs, or some other 
means, results in more stringent requirements than 85% removal or that an 
exception consistent with 40 CFR 133.103 has been approved? 

3. Are technology-based permit limits expressed in the appropriate units of 
measure (e.g., concentration, mass, SU)? 

4. Are permit limits for BOD and TSS expressed in terms of both long term (e.g., 
average monthly) and short term (e.g., average weekly) limits? 

5. Are any concentration limitations in the permit less stringent than the 
secondary treatment requirements (30 mg/l BOD5 and TSS for a 30-day 
average and 45 mg/l BOD5 and TSS for a 7-day average)? 

a. If yes, does the record provide a justification (e.g., waste stabilization pond, 
trickling filter, etc.) for the alternate limitations? 

Yes 

X 

X 

X 

X 

No 

X 

N/A 

X 

• • : . 

X 

II.D. Water Quality-Based Effluent Limits 

1. Does the permit include appropriate limitations consistent with 40 CFR 
122.44(d) covering State narrative and numeric criteria for water quality? 

2. Does the fact sheet indicate that any WQBELs were derived from a completed 
and EPA approved TMDL? 

Yes 

X 

No N/A 

X 



II.D. Water Quality-Based Effluent Limits - cont. (FY2003) 

3. Does the fact sheet provide effluent characteristics for each outfall? 

4. Does the fact sheet document that a "reasonable potential" evaluation was 
performed? 

a. If yes, does the fact sheet indicate that the "reasonable potential" evaluation 
was performed in accordance with the State's approved procedures? 

b. Does the fact sheet describe the basis for allowing or disallowing in-stream 
dilution or a mixing zone? 

c. Does the fact sheet present WLA calculation procedures for all pollutants 
that were found to have "reasonable potential"? 

d. Does the fact sheet indicate that the "reasonable potential" and WLA 
calculations accounted for contributions from upstream sources (i.e., do 
calculations include ambient/background concentrations)? 

e. Does the permit contain numeric effluent limits for all pollutants for which 
"reasonable potential" was determined? 

5. Are all final WQBELs in the permit consistent with the justification and/or 
documentation provided in the fact sheet? 

6. For all final WQBELs, are BOTH long-term AND short-term effluent limits 
established? 

7. Are WQBELs expressed in the permit using appropriate units of measure 
(e.g., mass, concentration)? 

8. Does the record indicate that an "antidegradation" review was performed in 
accordance with the State's approved antidegradation policy? 

Yes 

X 

X 

X 

X 

X 

X 

X 

X 

X 

X 

No N/A 

y 

X 

II.E. Monitoring and Reporting Requirements 

1. Does the permit require at least annual monitoring for all limited parameters 
and other monitoring as required by State and Federal regulations? 

a. If no, does the fact sheet indicate that the facility applied for and was 
granted a monitoring waiver, AND, does the permit specifically incorporate 
this waiver? 

2. Does the permit identify the physical location where monitoring is to be 
performed for each outfall? 

3. Does the permit require at least annual influent monitoring for BOD (or BOD 
alternative) and TSS to assess compliance with applicable percent removal 
requirements? 

4. Does the permit require testing for Whole Effluent Toxicity? 

Yes 

X 

X 

No 

X 

X 

N/A 

•». 

X 

II.F. Special Conditions 

1. Does the permit include appropriate biosolids use/disposal requirements? 

2. Does the permit include appropriate storm water program requirements? 

Yes 

X 

No N/A 

X 



II.F. Special Conditions - cont. (FY2003) 

3. If the permit contains compliance schedule(s), are they consistent with 
statutory and regulatory deadlines and requirements? 

4. Are other special conditions (e.g., ambient sampling, mixing studies, TIE/TRE, 
BMPs, special studies) consistent with CWA and NPDES regulations? 

5. Does the permit allow/authorize discharge of sanitary sewage from points 
other than the POTW outfall(s) or CSO outfalls [i.e., Sanitary Sewer Overflows 
(SSOs) or treatment plant bypasses]? 

6. Does the permit authorize discharges from Combined Sewer Overflows 
(CSOs)? 

a. Does the permit require implementation of the "Nine Minimum Controls"? 

b. Does the permit require development and implementation of a "Long Term 
Control Plan"? 

c. Does the permit require monitoring and reporting for CSO events? 

7. Does the permit include appropriate Pretreatment Program requirements? 

Yes 

X 

No 

X 

N/A 

X 

X 

X 

X 

X 

X 

II.G. Standard Conditions 

1. Does the permit contain all 40 CFR 122.41 standard conditions or the State 
equivalent (or more stringent) conditions? 

Yes 

X 

No N/A 

List of Standard Conditions - 40 CFR 122.41 

Duty to comply Property rights Reporting Requirements 
Duty to reapply Duty to provide information Planned change 
Need to halt or reduce activity Inspections and entry Anticipated noncompliance 

not a defense Monitoring and records Transfers 
Duty to mitigate Signatory requirement Monitoring reports 
Proper O & M Bypass Compliance schedules 
Permit actions Upset 24-Hour reporting 

Other non-compliance 

2. Does the permit contain the additional standard condition (or the State 
equivalent or more stringent conditions) for POTWs regarding notification of 
new introduction of pollutants and new industrial users [40 CFR 122.42(b)]? 

X 



Part II. NPDES Draft Permit Checklist (FY2003) 

Region III NPDES Permit Quality Review Checklist - For Non-Municipals 
(To be completed and included in the record for all non-POTWs) 

II.A. Permit Cover Page/Administration 

1. Does the fact sheet or permit describe the physical location of the facility, 
including latitude and longitude (not necessarily on permit cover page)? 

2. Does the permit contain specific authorization-to-discharge information (from 
where to where, by whom)? 

Yes No N/A 

• / 

II.B. Effluent Limits - General Elements 

1. Does the fact sheet describe the basis of final limits in the permit (e.g., that a 
comparison of technology and water quality-based limits was performed, and 
the most stringent limit selected)? 

2. Does the fact sheet discuss whether "antibacksliding" provisions were met for 
any limits that are less stringent than those in the previous NPDES permit? 

Yes No N/A 

II.C. Technology-Based Effluent Limits (Effluent Guidelines & BPJ) 

1. Is the facility subject to a national effluent limitations guideline (ELG)? 

a. If yes, does the record adequately document the categorization process, 
including an evaluation of whether the facility is a new source or an existing 
source? 

b. If no, does the record indicate that a technology-based analysis based on 
Best Professional Judgement (BPJ) was used for all pollutants of concern 
discharged at treatable concentrations? 

2. For all limits developed based on BPJ, does the record indicate that the limits 
are consistent with the criteria established at 40 CFR 125.3(d)? 

3. Does the fact sheet adequately document the calculations used to develop 
both ELG and /or BPJ technology-based effluent limits? 

4. For all limits that are based on production or flow, does the record indicate that 
the calculations are based on a "reasonable measure of ACTUAL production" 
for the facility (not design)? 

5. Does the permit contain "tiered" limits that reflect projected increases in 
production or flow? 

a. If yes, does the permit require the facility to notify the permitting authority 
when alternate levels of production or flow are attained? 

6. Are technology-based permit limits expressed in appropriate units of measure 
(e.g., concentration, mass, SU)? 

Yes No N/A 



II.C. Technology-Based Effluent Limits (Effluent Guidelines & BPJ) - cont. 

7. Are all technology-based limits expressed in terms of both maximum daily, 
weekly average, and/or monthly average limits? 

8. Are any final limits less stringent than required by applicable effluent 
limitations guidelines or BPJ? 

Yes No N/A 

II.D. Water Quality-Based Effluent Limits 

1. Does the permit include appropriate limitations consistent with 40 CFR 
122.44(d) covering State narrative and numeric criteria for water quality? 

2. Does the record indicate that any WQBELs were derived from a completed 
and EPA approved TMDL? 

3. Does the fact sheet provide effluent characteristics for each outfall? 

4. Does the fact sheet document that a "reasonable potential" evaluation was 
performed? 

a. If yes, does the fact sheet indicate that the "reasonable potential" evaluation 
was performed in accordance with the State's approved procedures? 

b. Does the fact sheet describe the basis for allowing or disallowing in-stream 
dilution or a mixing zone? 

c. Does the fact sheet present WLA calculation procedures for all pollutants 
that were found to have "reasonable potential"? 

d. Does the fact sheet indicate that the "reasonable potential" and WLA 
calculations accounted for contributions from upstream sources (i.e., do 
calculations include ambient/background concentrations where data are 
available)? 

e. Does the permit contain numeric effluent limits for all pollutants for which 
"reasonable potential" was determined? 

5. Are all final WQBELs in the permit consistent with the justification and/or 
documentation provided in the fact sheet? 

6. For all final WQBELs, are BOTH long-term (e.g., average monthly) AND short-
term (e.g., maximum daily, weekly average, instantaneous) effluent limits 
established? 

7. Are WQBELs expressed in the permit using appropriate units of measure 
(e.g., mass, concentration)? 

8. Does the fact sheet indicate that an "antidegradation" review was performed in 
accordance with the State's approved antidegradation policy? 

Yes No N/A 

FY2003 



II.E. Monitoring and Reporting Requirements (FY2003) 

1. Does the permit require at least annual monitoring for all limited parameters? 

a. If no, does the fact sheet indicate that the facility applied for and was 
granted a monitoring waiver, AND, does the permit specifically incorporate 
this waiver? 

2. Does the permit identify the physical location where monitoring is to be 
performed for each outfall? 

3. Does the permit require testing for Whole Effluent Toxicity in accordance with 
the State's standard practices? 

Yes No N/A 

— 

II.F. Special Conditions 

1. Does the permit require development and implementation of a Best 
Management Practices (BMP) plan or site-specific BMPs? 

a. If yes, does the permit adequately incorporate and require compliance with 
the BMPs? 

2. If the permit contains compliance schedule(s), are they consistent with 
statutory and regulatory deadlines and requirements? 

3. Are other special conditions (e.g., ambient sampling, mixing studies, TIE/TRE, 
BMPs, special studies) consistent with CWA and NPDES regulations? 

Yes No N/A 

II.G. Standard Conditions 

1. Does the permit contain all 40 CFR 122.41 standard conditions or the State 
equivalent (or more stringent) conditions? 

Yes No N/A 

List of Standard Conditions - 40 CFR 122.41 

Duty to comply Property rights Reporting Requirements 
Duty to reapply Duty to provide information Planned change 
Need to halt or reduce activity Inspections and entry Anticipated noncompliance 

not a defense Monitoring and records Transfers 
Duty to mitigate Signatory requirement Monitoring reports 
Proper O & M Bypass Compliance schedules 
Permit actions Upset 24-Hour reporting 

Other non-compliance 

2. Does the permit contain the additional standard condition (or the State 
equivalent or more stringent conditions) for existing non-municipal dischargers 
regarding pollutant notification levels [40 CFR 122.42(a)]? 

.,,-,. 

8 



Part III. Signature Page (FY2003) 

Based on a review of the data and other information submitted by the permit applicant, and the draft permit 
and other administrative records generated by the Department/Division and/or made available to the 
Department/Division, the information provided on this checklist is accurate and complete, to the best of my 
knowledge. 

Name Becky L. France 

Title Environmental Engineer Senior 

Signature ^ l e J ^ I jZ. e~7PVX77*Jiy 
J . / _y _7 

Date 


